2. REFER TO EQUIPMENT SUPPLIERS SHOP DRAWINGS FOR DETAILED WIRING DIAGRAMS. RISER DIAGRAM DOES NOT SHOW ALL DEVICES. REFER TO FLOOR PLANS FOR DEVICE QUANTITIES.

NOTES:
- INTERFACE RELAY
- ADDRESSABLE RELAY
- MONITORING MODULE

2#16 SPEAKERS - 3/4"C
2#16 TSP - 3/4"C
2#14 STROBES - 3/4"C

1ST FLOOR
2ND FLOOR
3RD FLOOR
4TH FLOOR
5TH FLOOR

120VAC

TYPICAL DOOR HOLDERS
TYPICAL SMOKE/FIRE DAMPERS

ANNUNCIATOR
BUILDING FIGHTER FIRE CONTROL PANEL & FACP

RISER DIAGRAM - SYSTEMS

NEW RESIDENCE HALL
EASTERN WASHINGTON UNIVERSITY

ALSC ARCHITECTS, P.S.
FIRST FLOOR PLAN - TELECOMMUNICATIONS
RISER DIAGRAM - TELECOMMUNICATIONS

CONDUIT SLEEVE (QUANTITY AS INDICATED ON PLANS), 4" DIA.
CABLE TRAY PER SPECIFICATION.
EQUIPMENT RACK, BY OTHERS.
BOND TO STRUCTURAL STEEL PER SPECIFICATION, #2 CU.
BOND TO MAIN BUILDING GROUND BUS BAR PER SPECIFICATION, #4/0 CU.
COPPER GROUND BUS BAR PER SPECIFICATION.
VOICE/DATA BUILDING ENTRANCE PROTECTOR PANEL, BY OTHERS.

KEY NOTES:
TYPICAL GROUND CONDUCTOR, #2 CU.
GROUND CABLE TRAY PER SPECIFICATION, #2 CU.